ОБЪЯВЛЕНИЕ
о разъяснении приглашения
Настоящий текст объявления утвержден решением Оценочной комиссии
 № 2 от 15 августа 2025 года 
и опубликовывается 
в соответствии со статьей 29 Закона Республики Армения "О закупках"

Код процедуры HAEK-EAAPDzB-96/25

[bookmark: _GoBack]Оценочная комиссия процедуры закупки под кодом HAEK-EAAPDzB-96/25, организованной с целью приобретения запасных частей для контроллера уровня для нужд ЗАО «ААЭК», ниже представляет запрос, полученный 13.08.2025г.  и предоставленный 15.08.2025г разъяснения относительно приглашения по тому же коду: 


Запрос № 1 Добрый день! Уточните серийный номер клапана, указанный на шильдике


Разъяснение № 1 В ответ на вопрос представляем  «Сертификат соответствия и испытаний»  на  шарового клапана  типа  T4DE04DAA02 Ду 100 .

[image: ]
Для получения дополнительной информации, связанной с настоящим объявлением, можно обратиться к секретарю Оценочной комиссии
Айкуи Григорян под кодом HAEK-EAAPDzB-96/25.

Телефон: +374 10 20 04 91.
Электронная почта: Haykuhi.Grigoryan@anpp.am.

Оценочная комиссия процедуры закупки под кодом HAEK-EAAPDzB-96/25
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Certificate of Compliance and Tests

Customer Date Sales Office Order Number

Metso Endress+Hauser Oy 15.10.2002 3582700066_01

PL 310 Customer Order Number

Laippatie 4C Contract 2.1/2002, 27.5.2002

HELSINKI Order Number, Item, Row Document Revision
FINLAND $0402661/001, 003

Model Certificate Type Sales Secretary
T4DE04DAA02/Y EN 10204/3.1B SH

Body Material
ASTM A216 gr. WCB

Trim Material
ASTM A351 gr. CF8M+HCr

Tag no. Charge No
Body 01 Bonnet 08 Ball 03
E122 [1797 I I I
Charge No
[ I

Material certificates document ids 026128, 019623, 019415

BODY TEST
ASME B16.34 - 1996

Body Pressure Test by Water

Body Leakage Test by Air

Flange Drilling/ Pressure

Flange Drilling/ Pressure

Allowed Leakage

Rating (Body) Rating (Body)
ANSI 300
Pressure Duration Pressure Duration
78 Bar 60 sec
Measured Leakage
Test Accepted
SEAT LEAKAGE TEST
WATER: ANSI class V, ANSI/FCI 70-2 - 1991 AR
WATER AR HELIUM / NITROGEN
Duration Duration Duration
30,00 sec
Allowed Leakage Allowed Leakage Allowed Leakage
1,710 mi/min
Pressure, Bar  |Pressure, Bar  |Pressure, Bar | Pressure, Bar  |Pressure, Bar | Pressure, Bar
57
Measured Leakage Measured Leakage Measured Leakage
Side A Side B Side A Side B Side A Side B
0,360 mi/min
OPERATING TIMES
Open max Open min Close max Close min
Measured Measured

Remarks

THIS IS TO CERTIFY THAT THE
VALVE FULFILLS THE
REQUIREMENTS OF THE ORDER.

For Metso Field Systems Oy

V.

Anneli Virtanen

Document Engineer, Helsinki





